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keep comparison records and you must also inspect the container's supports and foundations. In addition, 
owners/operators of petroleum equipment assets subject to the Rule must frequently inspect the outside 
of the container for signs of deterioration, discharges, or accumulation of oil inside diked areas. Records of 
inspections and tests kept under usual and customary business practices satisfy the recordkeeping 
requirements." 

PRESENTATION OF INSPECTION RECORDS 

The tank inspection records are summarized below in table format. Table 1 is an inclusive inspection 
summary of all inspected storage tanks with inspection findings and recommended actions. There are two 
additional attachments to this memorandum: 

• Attachment A includes the STI SP001 inspection reports for the 2021 annual AST inspections. 
• Attachment B includes the STI SP001 Certifications for the Tank Inspector. 

 

ONGOING INSPECTION SCHEDULE 

The 16 inspected aboveground storage tanks all appear in generally acceptable condition at the time of 
inspection. Noted issues with these tanks should be corrected as soon as possible. Periodic monthly, and 
annual inspections should continue to be performed in accordance with the STI SP001 Standard for the 
Inspection of Aboveground Storage Tanks Table of Inspection Schedules. Formal External Inspection of the 
four powerhouse oil storage room tanks are required every 20 years, and should be continued on this 
schedule unless periodic inspections reveal integrity problems that would necessitate a formal inspection 
sooner. 




















































































































































